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Clarification Request 
 
 
References: ASHRAE 135.1-2025, ASHRAE 135-2024, Test Package 26.1. 
 
Date of BTL-WG Response: September 28, 2026 
 
Background:   
 
12.4.3.1.1 Initiate Distribute-Broadcast-To-Network-NPDU 
Purpose: To verify that an IUT, configured as a Foreign Device, will correctly initiate a Distribute-Broadcast-
To-Network -NPDU message. 
 
Configuration Requirements: The TD is operating as a BBMD, and the IUT has registered as a foreign device 
with it. 
 
Test Steps: 
 
1. MAKE(the IUT send a broadcast) 
2. RECEIVE DA=IUT, SA = IUT 

Distribute-Broadcast-To-Network-NPDU, 
Source-Virtual-Address = IUT, 
(any valid BACnet-Unconfirmed-Request-PDU, with any valid broadcast network options) 

 
Problem: 
 
The IUT seems to be distributing a broadcast to itself. 
 
 
Question:  
 
Should the destination address, DA, be the address of the TD? 
 
 
Response:  
 
Yes. 
 
 


